
 





MANHOLE FRAME AND 
COVER-SEE NOTE 3

BLIND FLANGE WITH 
TAMPER-PROOF BOLTS

STANDARD PRECAST CONCRETE 
MANHOLE RISER SHAFT.

6" CONCRETE SLAB

D.I. OR P.V.C. PIPE 

(RESTRAINED JOINTS)

FLANGE & FLANGE

SAME SIZE AS MAIN

FLANGE & SPIGOT

6" MIN.

DOUBLE CLEANOUT TO BE 
SYMMETRICAL ABOUT AXIS

WYE [BELL-SPIGOT-BELL]

CONCRETE BASE

6" Min.

9" Min.

C

1/16 BEND

NEAT TRENCH

6"

2'
-0

"

2'-0"

L

NOTES:
SIMILAR POLY VINYL CHLORIDE COMPONENTS MAY BE USED IN ACCORDANCE WITH A.S.T.M.     
STANDARD SPECIFICATION D-3033.

CONCRETE SLAB TO BE 560-C-3250 PSI.

USE HEAVY DUTY MANHOLE FRAME AND COVER FOR TRAFFIC IN AREAS SUBJECT TO VEHICULAR  
TRAFFIC.
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